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⚫ 

 

 

 

 

 
 

 

 

⚫ The cabinet is heavy. Removing the cabinet from its carton requires a minimum 
of two people. 

⚫ If installing optional EBP(S), make sure to install the EBP(S) directlybelow the 
UPS so that all wiring between the cabinets is installed behind the front covers 
and inaccessible to users. 

Mounting rails are required for each individual cabinet 
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Do not make unauthorized changes to the ups; otherwise, damage may 
occur to your equipment and void your warranty. 
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A small amount of arcing may occur when connecting the internal batteries. This is normal 
and will not harm personnel. Connect the cables quickly and firmly 

Do not connect the ups power cord to utility until after installation is 
completed. 
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A small amount of arcing may occur when connecting an EBP to the UPS. This is 
normal andwill not harm personnel. Insert the EBP cable into the UPS battery connector 
quickly andfirmly. 
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 Input voltage reversed Twice per second Fault LED blinking 
 

 Bypass voltage reversed Twice per second Fault LED blinking 
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Replace power     
board 

No 
Replace control 

panel 

UPS No  
output 

 
 

UPS turn on  

Battery mode No 

 
 

Yes 

 

Check sps +12V &  

Bat voltage 
No
 

 
Yes 

 

Fan Run normal& No 
LCD light? 

 
Yes 

 
LCD display    

normal? No 

 

  
 

  

Replace LCD  

and LCD cable? 
No
 

 

Yes Yes 

 
 

Check UPS alarm &fualt corde No 

 

 

Yes 

 

 

 

 

Yes 

 

 

 

 

No 

 

 

 
Replace power    

No 
board 

 

Yes 

 
 

Charging issue 
No Replace control 

panel 

 

 
 

 

Replace control 
panel 

LCD issue 

Replace fan Fan issue 

 
Check the UPS mode(Input 
voltage Bat voltage) 

RefeR to Wiring 
Diagram 

Check the wire  
connect refer to 
wiring Diagram 

 
Yes No 

UPS transfor to  
line mode 

No 

Yes 

 
Check LCD 

information 

Check UPS output voltage &     
BUS voltage 

Ac power on 

 

End 

Replace control 
panel 

UPS Fault ,no 
output 

Rfer to alarm & 
Fault code reference 

Replace control 
panel 

Replace control 
panel 

Replace power board 
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Be sure to deliver the spent battery to a recycling facility or 

ship it to your dealer in the replacement battery packing material. 
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